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m FOURTH FLOOR DEMOLITION AND CONSTRUCTION PLAN @

@ SCALE: 1/16” = 1"-0"

SHEET NOTES

REMOVE (E) ELECTRICAL EQUIPMENT AND DEVICES. DISCONNECT (E) FIXTURE FROM (E) CIRCUIT.  CONNECT TO NEW .
@ mggﬁ.) TR N EI;EPII%:‘RPVIN.L CONSTRUCTIN. PO DT ACERS CONTMIOUS N CLMATOR. (E) MANUAL PULL STATION, FCB-07-050, ZONE 121
FOR EXISTING CONDUTS AND 2-HOUR ENCLOSURE
FOR (E) EQUIPMENT AND DEVICES. @ ﬁ%ﬁ,ﬁ@@%ﬁug‘ U St RepLAGE PROVIDE 4" SQUARE BOX ABOVE CEILING SPACE AND CONDUIT/WIRNG
@) vor usm. CONNECT CIRCUIT BREAKER 5 & 7 T0 NEW LIGHT FXTURES 70 THE DOOR TRACK BUILT—IN SMOKE DETECTOR.
AS SHOWN, TAG CIRCUT 6 AS SPARE. PROVIDE A REVISED, SE 0L N
® TYPED PANELBOARD SCHEDULE. -
(E) PANEL SOA12A: 100A BUS 208/120V, 36, 4W. )
(&) FOR MOUNTNG DETAL, REFER T0 CROUT 16 = 308 WATTS (i) PROVIDE 4° SQUARE BOX ABOVE CEILINNG SPACE.
ARCHITECTURAL DRAWINGS. GRCUIT 16 = 308 WATTS @ wr oo
(5) TORK MODEL 3000 PHOTO CELL MOUNTED ON ROOF TOTAL = 623 WATTS
FACING NORTH.
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